
10743

February 2019

0

1

2

3

4

5

0 1 10 100 1,000 10,000 100,000 1,000,000 10,000,000

D
ra

w
d

o
w

n
 (

Fe
e

t)

Elapsed Time (Minutes)

Figure 13. Well #2 24-Hour Constant Rate Test: Well #2 Projected Drawdown

Drawdown (Feet)

Average Pumping Rate = 317 gpm

Projected Drawdown at 5 Years = 4.0 feet

Projected Drawdown at 1 Year = 3.8 feet

Projected Drawdown at 90 Days = 3.6 feet


